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CALIFORNIA DEPARTMENT OF PARKS AND RECREATION
ACQUISITION AND DEVELOPMENT DIVISION

GENERAL NOTES

ABBREVIATIONS

LOCATION MAPSYMBOLS LEGEND
SCOPE OF WORK

VICINITY MAP

1−ALL MATERIALS SHOWN OR NOTED ON THE PLANS ARE NEW 
UNLESS CALLED OUT OTHERWISE.

2−THE CONTRACTOR SHALL VISIT THE SITE AND VERIFY ALL 
EXISTING CONDITIONS SHOWN OR DIMENSIONED HERE.  ANY 
DISCREPANCIES SHALL BE BROUGHT TO THE ATTENTION OF 
THE STATE REPRESENTATIVE FOR RESOLUTION BEFORE 
PROCEEDING WITH THAT PORTION OF THE WORK.

3−ALL WORK SHALL COMPLY WITH THE CURRENT EDITION OF 
THE FOLLOWING LISTED CODES, AND ALL OTHERS HAVING 
JURISDICTION OVER THE WORK.
•1998 EDITION OF THE CALIFORNIA BUILDING CODE.
•1998 EDITION OF THE CALIFORNIA FIRE CODE.
•1998 EDITION OF THE CALIFORNIA ELECTRICAL CODE.
•1998 EDITION OF THE CALIFORNIA MECHANICAL CODE.
•1998 EDITION OF THE CALIFORNIA PLUMBING CODE.
•HEALTH AND SAFETY SECTION OF THE 1998 EDITION OF THE 
CALIFORNIA BUILDING CODE PERTAINING TO CALIFORNIA 
ACCESSIBILITY STANDARDS, AS OUTLINED IN THE 
"CALIFORNIA ACCESSIBILITY REFERENCE MANUAL" DATED 
JULY 1, 1999.

4−CONDUCT ALL WORK IN ACCORDANCE WITH THE LATEST 
SAFETY RULES AND REGULATIONS OF ALL AUTHORITIES AND 
AGENCIES HAVING JURISDICTION OVER THE WORK.

5−ALL WORK SHALL BE IN ACCORDANCE WITH THE 
CONSTRUCTION DOCUMENTS.  WHERE DETAILED INFORMATION 
OR CLARIFICATION IS REQUIRED THE MATTER SHALL BE 
REFERRED TO THE STATE REPRESENTATIVE FOR WRITTEN 
RESOLUTION.

6−THE CONTRACTOR SHALL NOT SCALE THE DRAWINGS, BUT 
SHALL RELY ONLY ON THE WRITTEN DIMENSIONS GIVEN.  IF A 
DISCREPANCY OCCURS OR NO DIMENSION IS GIVEN, THE 
CONTRACTOR SHALL NOTIFY THE STATE REPRESENTATIVE 
FOR WRITTEN CLARIFICATION BEFORE PROCEEDING WITH 
THAT PORTION OF THE WORK.

IMPROVE WATER SUPPLY SYSTEM
FORT ROSS STATE HISTORIC PARK
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C−1       28362.001      TITLE SHEET
C−2      28362.002     PROJECT SITE PLAN
C−3      28362.003     BMP PLAN
C−4      28362.004     PIPE SUSPENSION AND CREEK
                                       CROSSING
C−5      28362.005      WATER LINE REPLACEMENT
C−6      28362.006     164K TANK SITE PLAN
C−7      28362.007      164K TANK DETAILS
C−8      28362.008     DEMOLITION PLAN − TREATMENT
                                        BUILDING AREA
C−9      28362.009     WATER PLANT AREA SITE
                                      IMPROVEMENTS 
C−10     28362.010      PROCESS FLOW DIAGRAM
C−11      28362.011       TREATMENT BUILDING LAYOUT
C−12     28362.012       SITE DETAILS
C−13     28362.013      TREATMENT BUILDING INTERIOR − 
                                      DEMOLITION PLAN
C−14     28362.014      TREATMENT BUILDING INTERIOR
C−15     28362.015      SCADA SCHEMATIC
E−1       28362.016      TREATMENT BUILDING ELECTRICAL                                           

INSTALL NEW WATER STORAGE TANK AND CONTROLS.
MODIFY EXISTING STORAGE TANK FUNCTIONS AND MOVE 
THREE POLYETHYLENE TANKS.
REMOVE AND REPLACE EXISTING WATER TREATMENT 
EQUIPMENT IN THE EXISTING BUILDING WITH A NEW 
MULTIMEDIA FILTER, MICRO FILTRATION UNIT, SOME CHEMICAL 
EQUIPMENT, CONTROLS AND ARSENIC POINT OF USE FILTERS.
MODIFY ELECTRICAL SERVICE TO THE TREATMENT BUILDING, 
AND AND MISCELLANEOUS ELECTRICAL IMPROVEMENTS AND 
CONTROLS.
INSTALL WATER LINES AND CONTROL CONDUITS FOR 
OPERATIONS AND CONTROL.
REHABILITATE THE EXISTING WELL AND MAKE 
MISCELLANEOUS WELL−HEAD IMPROVEMENTS.
INSTALL WATER LINE CROSSINGS OVER FORT ROSS CREEK AT 
TWO POINTS.                                       
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APPROVALS

Approval of this plan does not authorize or  
approve any omission of deviation from  
applicable regulations. Final approval is  
subject to field inspection. One set of  
approved plans shall be available on the  
project site at all times.
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AFF           ABOVE FINISH FLOOR
APPROX.   APPROXIMATE

                 CENTER LINE

AC             ASPHALT CONCTRETE

BV             BALL VALVE
BLDG        BUILDING
BFP           BACKFLOW PREVENTER
ARCH        ARCHITECTURAL

AB             ANCHOR BOLTS OR

CONC.       CONCRETE

CO             CLEAN OUT

CW             COLD WATER

DIAG.        DIAGONAL

COL.          COLUMN

DF             DRINKING FOUNTAIN
DIA            DIAMETER

CL             CHAIN LINK

CONT        CONTINUOUS
CSK           COUNTERSINK

COMB       COMBINATION
FINISH FLOOR

(E) OR       EXISTING

EJ             EXPANSION JOINT

FT              FOOT OR FEET

ELEC.        ELECTRICAL

DWG          DRAWING

EA             EACH

ELEV.        ELEVATION

EQ             EQUAL

FIN GR      FINISH GRADE
FH             FIRE HYDRANT
FIN            FINISH

DR.            DOOR

CMP          CORRUGATED METAL PIPE
CMU          CONCRETE MASONRY UNIT

CJ             CONSTRUCTION JOINT

HW            HOT WATER

GA.           GAUGE

GI.             GALVANIZED IRON

HC             HANDICAP

HB             HOSE BIBB
GYP. BD.  GYPSUM BOARD

GB            GRAB BAR

GAL          GALLON
GALV         GALVANIZED

GPM         GALLONS PER MINUTE
GTV          GATE VALVE

HORIZ       HORIZONTAL

JAN.         JANITOR
LAV.          LAVATORY

MIN.          MINIMUM
MAX.         MAXIMUM
LF              LINEAL FEET

MH            MANHOLE
MISC.        MISCELLANEOUS

IN              INCHES

GFI            GROUND FAULT

FTG           FOOTING

FIN FLR

EXIST.

@               AT

VERT.        VERTICAL
VTR           VENT THROUGH ROOF

W/H          WATER HEATER

WWF         WELDED WIRE FABRIC
WV            WATER VALVE

W/             WITH

W              WATER
W/O          WITHOUT    

WD            WOOD

(N)            NEW

DOUGLAS FIR

PTDISP      PAPER TOWEL DISPOSAL
PTDF         PRESSURE−TREATED

N/A           NOT APPLICABLE
NTS           NOT TO SCALE

PTD           PAPER TOWEL DISPENSER

SURFACED 4 SIDES

SD            SOAP DISPENSER

RCV           REMOTE CONTROL VALVE

REP           REPRESENTATIVE

TPH          TOILET PAPER HOLDER

SPEC        SPECIFICATION

SS            STAINLESS STEEL

SV             SOLENOID VALVE
PVC           POLYVINYL CHLORIDE

SND          SANITARY NAPKIN DISPOSAL

PCC           PORTLAND CEMENT CONC.

REQ.          REQUIRED

TYP.          TYPICAL

STL.          STEEL

SQ            SQUARE

RM.           ROOM

SHR         SHOWER

SC             SEAT COVER

S               SEWER

SCH          SCHEDULE

S4S

RDWD        REDWOOD

R               RADIUS

RD             ROAD

O.C.           ON CENTER

PLYWD.     PLYWOOD
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